Summer Comfort by Gilman, Stanley Francis et al.
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A house is a "heat trap." 
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N 
Position of the sun at noon on March 
21 and on September 21 in a latitude 
of 40° N. results in a 50 ° angle. 
SOUTH 
N 
Position of the sun at noon on June 
21 in a latitude of 40 ° N. results in 
a 73.5 ° angle. 
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SUMMER COMFORT 
A comfortable home during the hot summer months is essential for the enjoy-
ment of work, relaxation, and sleep. The temperature desired for comfort 
depends, in part, on the amount of moisture in the air. The drier the air, the 
higher can be the temperature without discomfort to occupants. Generally 
temperatures of 75° to 80° F. and relative humidities of less than 60 per cent 
are desirable. 
Any enclosure, such as a house, is a "heat trap." Like an automobile 
which is closed but is exposed to summer sun, a house accumulates heat 
through windows, doors, walls, and roof. Heat from appliances, electric lights, 
and bath water also adds to this heat load. This accumulated heat results in 
interior temperatures which can be uncomfortable for occupants long after 
the sun has set and the outdoor air temperature has dropped. 
Keeping the heat out of the house is the most important step toward 
achieving summer comfort. If the sun's rays can be kept off the walls, glass 
areas, and the roof, and if the hot outdoor air can be kept from penetrating 
the house, the indoor temperature can be more easily held in check. Shading 
of the house and the use of other sun controls (roof overhangs, sun screens, 
louvers) are the principal means of protecting the house from the sun's rays. 
Insulating the walls and the roof helps to retard the flow of heat from the 
sun and the hot outdoor air. The choice of building materials is also a factor 
affecting indoor temperatures. 
If heat does get into the house, the problem of summer comfort becomes 
one of removing the hot air through ventilation when the outdoor air is rela-
tively cool, or of reducing the indoor temperature by means of an air-condi-
tioning system or an evaporative cooler. An air-conditioning system can also 
reduce the amount of moisture in the air. 
This circular describes 1) design and construction features which are 
helpful in reducing the amount of outdoor heat entering houses, and 2) me-
chanical devices which provide comfortable air conditions through the control 
of temperature, humidity, and air motion. 
THE SUN AND THE HOUSE 
Houses can be oriented and designed to exclude the sun from the house 
during the hottest months of the summer, and yet allow the sun to enter the 
house during the winter when the heat from the sun is desirable. 
From the standpoint of summer comfort, the major walls and glass areas 
should be on the south where they can be protected from the sun or on the 
north where the effects of the sun are negligible. The walls and glass areas 
should be kept at a minimum on the east and on the west since these walls 
are more difficult to protect due to the low angle of the sun in the early 
morning and late afternoon. 
Devices to shield the house from the sun should be designed into the 
structure and the lot in the early planning stages. Controls on the outside of 
the house keep the sun from striking the windows and walls and, thus, keep 
heat out of the house. They are, therefore, more effective than window shades 
and venetian blinds on the inside of the windows since such shades and blinds 
reflect the sun's rays only after they have entered the house. For example, 
when used on the outside of the house, light-colored venetian blinds with a 
slat setting of 45 degrees are 70 per cent effective in reducing heat load from 
the sun; when used on the inside of the house, they are only 40 per cent 
effective. 
In developing a house plan, take care not to put a paved terrace, drive-
way or other similar surface directly in front of south- or west-facing glass 
areas. The reflection of heat rays can counteract the effect of controls. 
While sun controls are primarily designed to keep the sun's rays away 
from glass, which transmits heat readily, they also shield exterior walls effec-
tively. If not protected from the sun, outside wall surface temperatures may 
reach as high as 135° F.; when protected, the temperatures are only slightly 
higher than those of the surrounding air. 
Without shade from trees or buildings, the temperature on the exterior 
roof surfaces may reach 140° even though the outdoor temperature is below 
100° F. 
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SUN CONTROLS 
The sun protection necessary for the different walls depends on the angle of 
the sun's rays in the summer. Various kinds of controls can be used. 
Overhangs: Since the sun shines on the south wall of the house most of the 
day, use of shading devices to protect southern exposures is mandatory. 
Because of the path of the sun in the summer, roof overhangs or other perma-
nent projections over windows are particularly effective for the south wall. 
East and west walls cannot be successfully protected from the sun's direct 
rays solely by overhangs because of the low angle of the sun. 
Overhangs - extensions of the roof proper - are simple to incorporate 
into the house design. The amount of the overhang to protect a south-facing 
window from the sun depends on 1) the latitude in which the dwelling is 
located; 2) the height of the window; and 3) the calendar period during 
which protection is desired. (See chart below and Small Homes Council cir-
cular C3.2 - "Solar Orientation.") 
To prevent the rays of the early morning and late afternoon sun from 
passing under the end of the roof overhang, the east and west walls of the 
house should be extended beyond the south wall as far as the overhang. 
Trees and Other Tall Plantings (protective shrubbery): Trees are particu-
larly good as shade for east and west walls, and the roof. When planting, 
consider ultimate height and size of trees, and study desired shade patterns. 
(See Small Homes Council circular B3.0- "Land Design.") Use deciduous 
trees as they lose their leaves and allow the sun to reach the house in winter. 
Free-standing Vertical Sunshades (wall or fence): These are excellent 
against low sun (east and west walls) ; they are seldom high enough to shade 
walls during the middle of the day. Use with tall plantings. Louvered or open 
types do not block breeze. 
Exterior Window Louvers and Venetian Blinds (adiustable): Cream-colored 
venetian blinds with a slat setting of 45 degrees, as pointed out, are 70 per 
cent effective in reducing heat load from the sun. Because louvers and blinds 
modify the appearance of the house, they should be designed to fit in with 
exterior appearance. 
Awnings: Canvas awnings are from 65 to 75 per cent effective in reducing 
the heat load. They can be used successfully on east, south and west walls 
during most of the day. 
Louver-type Insect Screens for Windows: When used on the south, these are 
about 80 per cent effective in reducing the heat load. They are only 25 to 
55 per cent effective on the east and west since the sun rays are low and pass 
between the slats. 
Light Colors: Light-colored shades, blinds and window hangings reflect the 
solar heat better than do dark ones. A light-colored inside roller shade, fully 
drawn, is 55 per cent effective in reducing the heat load; a dark shade only 
20 per cent. Inside venetian blinds vary in effectiveness from 40 per cent for 
white to 15 per cent for dark-colored blinds. 
Similarly, the heat load on exterior walls exposed to the sun can be re-
duced slightly by painting them white, cream or other light colors. 
A light-colored roof surface absorbs only half the amount of heat that a 
dark one does. Light-colored shingles on a pitched roof, or light-colored rock 
chips, gravel or slag on a flat deck or a built-up roof are recommended. 
AMOUNT OF OVERHANG= FACTOR X SHADOW HEIGHT 
To find the amount of roof overhang needed to cast the 
height of shadow desired on a wall or window: 
1. Determine the latitude in which you live. 
2. Select the appropriate factor from the chart below. 
3. Determine the height of shadow desired on the 
window and wall. 
4. Multiply the factor by the desired shadow height. 
LATITUDE 25 ° 30 ° 35° 40 ° 45 ° 50° 
FACTOR t for .37 .48 .59 .71 .85 1.02 
April 1-Sept. 11) 
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Horizontal projections from the house 
effectively shield south windows from 
the sun's rays. 
Trees are especially recommended to 
shade east and west walls and the 
roof. 
Fences, walls, and tall shrubbery are 
good protection for east and west 
walls when the sun is low. 
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In gable roofs, screened louvers 
should be at high point of gable 
ends. Roof ventilator, chimney vents 
and soffit ventilators increase the 
effectiveness of wind currents. 
Ventilated air in a gable-roofed, 1 %-
story house should be distributed 
through all areas behind and above 
second-floor rooms. 
Soffit ventilators are necessary in hip 
roofs. Here ridge of roof is extended 
to form a small gable for louvers. 
Roof ventilator can be used. 
v,... ...... l 
Soffit 
vent 
Cool air entering lower roof vent of 
shed roof forces hot air out through 
upper vent. In flat Toofs, air currents 
cannot be relied on to force hot air 
out; a mechanical ventilator is rec-
ommended. 
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BUILDING MATERIALS AND HEAT FLOW 
The types of building materials used in the house are also a factor in the 
amount of heat which penetrates the walls.* Heat gains through windows are 
many times larger than through brick and frame walls; hence, it is important 
to shade glass areas. (Heat-retarding glass is of most value when the glass 
cannot be shaded.) 
Sometimes heat accumulates in the building materials during the day and 
is released to the rooms in the evening, thus delaying the cooling of the house. 
This storage of heat is roughly proportional to the weight of the material used; 
therefore, the use of light-weight materials will lessen the heat storage. 
Insulation 
Insulation, in addition to reducing heat loss in winter, is an important aid 'to 
summer comfort. It slows up the flow of heat from the outdoors into the 
house, thus contributing to lower temperatures within the house. (See Small 
Homes Council circular, F6.0- "Insulation," for types of insulation.) 
From the standpoint of summer comfort, the ceiling is the most important 
area to be insulated. Second in importance are the ext rior walls that are 
exposed to the sun. 
The amount of insulation needed depends 1) on the maximum tempera-
tures, and 2) on the heat-resistant qualities of the wall or ceiling materials. 
In areas north of 35 ° latitude, the amount of insulation for winter heating 
will generally be adequate for summer comfort also. 
Reducing Temperatures Below Roof 
The accumulation of heat in insulating material in the roof can be reduced 
by ventilating the space beneath the roof. Methods of ventilation are by: 
• Air movement due to the tendency for warm air to rise (effective on 
sloped roofs only). 
• Air movement due to wind pressures. 
• Mechanical ventilation by means of attic fans and roof ventilators. 
Ways to ventilate the space beneath the roof vary with roof types. 
Gable: Large louvers placed in the gable-ends allow easy pas-
sage of air through the attic space. By adding soffit ventilators, 
the effectiveness of ventilation can be increased. If gable roofs 
are excessively long, ridge ventilators are advantageous. 
Hip: Continuous soffit ventilators are necessary. Additional 
ventilators near the ridge of the roof, such as dormer louvers or 
chimney vents, are desirable. 
Flat and Shed: Continuous ventilators at the ends of the joist 
are recommended. Joist spaces must be continuous from one 
side to another. 
With plank-type roofs, it is impossible to provide roof ventilation since the 
structural deck of the roof is exposed to serve as the ceiling for the room 
below. Over this structural deck (usually made of 2-inch tongue-and-groove 
lumber) are applied rigid insulation and then a built-up roofing. 
The plank-type roof is the most difficult to insulate and to cool. Such roofs 
can be cooled by pools of water or by a water spray on the roof deck. A roof 
surface temperature of 140° can be reduced to 100° F. this way. Water 
cooling is also helpful for other unventilated roofs. 
* Relative amounts of heat transmitted per hour per square foot for different roof, wall and window construc-
tions are given here in Btu's for comparison purposes. The figures are for 2 p.m. in a latitude of 40°. Values 
for east walls at 10 a .m. are about the same as those for west walls at 2 p.m. 
North Wall 
South Wall 
West Wall 
Shingle and Built-up Ventilated Roofs Brick Veneer or Frame Walls, Unshaded 
In sun, no insulation - 19 South wall, no insulation - 7 
In sun, 2" insulation 6 South wall, insulated - 2 
In shade, no insulation - 6 West wall, no insulation - 4 
In shade, 2" insulation - 1 West wall, insulated - 1 
Single-glazed Windows, Unshaded 
Common Glass Heat-absorbing Glass 
33 27 
85 66 
141 102 
Double-glazed Windows, Unshaded 
Common Glass Heat-absorbing Glass on Outside; 
Common Glass on Inside 
24 18 
69 59 
115 76 
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VENTILATION OF ROOMS 
Houses should have some method of natural ventilation, either operating 
windows or ventilation openings such as louvers. The Federal Housing Ad-
ministration requires a minimum ventilation area of 4 per cent of the room 
floor area, but more is desirable. 
Windows or louvers should be placed and designed to take advantage of 
prevailing breezes. Location of landscape plantings, fences and tall shrubbery 
mu t be studied to be sure that they do not divert the prevailing breezes. 
Because air continues to flow within the room in the same direction as it 
enters, the placement of the ventilation openings is extremely important. Air 
currents are slowed if they are forced to go around obstructions. The most 
effective air movement is obtained when ventilation openings are on opposite 
walls and the air flows across the room at the "breathing" level or within the 
height of human occupancy. 
Exhaust Fans: Exhaust fans help to relieve heat and moisture conditions 
in the bathroom and the kitchen. 
Night Air-Cooling with Fans 
A house which is ventilated only by means of open windows, louvers, and 
doors on a calm summer night will not cool rapidly due to lack of air circu-
lation. By operating fans - attic fans or window fans- throughout the 
night, large quantities of the cooler night air can be circulated through the 
house, and the indoor air temperature can be decreased more rapidly. If 
the windows and louvers are closed early in the morning, with only enough 
openings for ordinary ventilation, the house can then "coast" into a hot day 
at much lower temperatures than if the house were still overheated from the 
previous day. (If there is a cool breeze, the windows, of course, can be kept 
open during the day.) 
Night air-cooling can reduce the indoor temperature to one or two de-
grees above the outdoor night temperature. Sudden breaks in outdoor tem-
perature, which may cool a house below a desired level, can be taken care of 
by a thermostatic control which turns the fan off at a predetermined 
temperature. 
Night air-cooling has some disadvantages. There is apt to be noise from 
fans if located in living quarters. Du tis likely to be brought into the house. If 
night-time humidities are high, the humid air will be brought into the house. 
Selection of Attic Fan: The size of the attic fan required for night air-
cooling depends on 1 ) the floor area of the house, and 2) the number of air 
changes desired. Where the night air temperatures do not drop much below 
75° F., a large amount of air must be circulated. In the gulf coast areas one 
air change p r minute is recommended; in cooler regions, one air change each 
two minutes is suggested. 
Approximate capacities of attic fans needed for houses of varying floor 
areas are listed below as a guide for selecting fans. Manufacturers' catalogues 
usually give full instructions for installation. 
Floor area 
of house 
800 sq ft 
1000 
1200 
1400 
1600 
1800 
FAN CAPACITIES RECOMMENDED* 
Amount of air fan should deliver 
For regions of cool nights 
3000 cu ft/ min 
4000 
5000 
5500 
6500 
7000 
For regions of warm nights 
to 6500 cu ft/ min 
to 8000 
to 9500 
to 11000 
to 13000 
to 14500 
Window Fans: While a window fan is easier to install than an attic fan, 
the former is limited in the area it can cool; furthermore, it is likely to be 
noisy. 
If installed in a hallway, a window fan can serve more than one room. If 
the fan is placed in a room, the doors to that room will have to be left open, 
and all windows adjoining the one in which the fan is located must be kept 
closed in order to prevent "short circuiting" of the air. 
• Capacities are for so-called "free air delivery." If obstructions or resistances to flow of air exist (such as 
louvers, screens, ducts), then the actual deliveries will be less than the ''free a ir del ivery.'' 
In general, low-speed fans provide quieter operation than small, high-speed units. 
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Avoid obstruction to air flow. 
~ 
I I 
Obtain effective air movement by 
placing ventilation openings on op-
posite walls. 
"Short circuiting" of air in window-
fan installations can be prevented by 
closing adjoining windows and open-
ing door to room. 
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ONE TON COOLING CAPACITY 
The size of air-conditioners is meas-
ured in tons of cooling capacity. 
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CENTRAL AIR-CONDITIONING SYSTEMS 
Where the desired comfort cannot be obtained solely by house design and 
ventilation, the use of an air-conditioning system is suggested. Insulation, roof 
ventilation, and shading of the glass and wall areas are, of course, nee ssary 
for an efficient and economical operation. Sometimes with night-air cooling, 
it is possible to reduce considerably the number of hours that the air-condition-
ing system operates during the day. 
While it is desirable to install central air-conditioning at the time of 
construction, this is not always possible. Space, however, should be provided 
when the house is planned so that future installation can be made without 
undue inconvenience. An air-conditioner for a house with a floor area of 800 
to 1400 square feet requires 5 to 7 square feet excluding access space; for a 
house 1400 to 1900 square feet, 7 to 9 square feet. There should be access to 
the equipment from one or two sides. 
Central air-conditioning equipment is available in many different sizes 
and shapes to suit the location- basement, first-floor utility rooms, and attic. 
Sizes of conditioners are generally given in terms of "tons of cooling capacity" 
-a one-ton capacity being equivalent to the melting of a ton of ice per day. 
Common sizes for residential use range from 1 'h to 5 tons and utilize motors 
from 1 'h to 5 horsepower. Both gas and electric models are available. 
The cooling equipment can be a separate unit called a summer air-condi-
tioner, or it can be combined with the heating equipment in a single unit, a 
year-round air-conditioner. Air-conditioning equipment is manufactured for 
use with both warm-air (page 7) and hot-water (page 8) heat circulation 
systems. The general principles of operation are the same for both. 
Operation 
Air-conditioning systems cool and dehumidify the air in the house by passing 
the air over a cooling coil. This cooled air is then circulated throughout the 
rooms. The heat removed from the room air must eventually be discharged 
from the house by means of an air-cooled or water-cooled condenser. 
Water-cooled Condensers and Cooling Towers 
Water-cooled condensers require a great amount of water- from 75 to 150 
gallons per hour for each ton of cooling. 
If a plentiful water supply is not available, or if there are ordinances that 
restrict the use or disposal of water for residential air-conditioning, the system 
should be provided with a water-conserving device known as a cooling tower. 
The cooling tower permits the water in the condenser to be used over and 
and over again, and reduces the water consumption about 95 per cent. The 
water in the condenser is pumped to the tower where it is cooled. It is then 
returned for re-use. The cooling tower, which is about the same size as the 
conditioner, is usually located outdoors. It should be placed away from bed-
rooms because of the noise when in operation. 
PASSAGE OF HEAT AND COOLED AIR IN A CENTRAL AIR-CONDITIONING SYSTEM 
In an air-conditioned house, the warm air from the rooms is passed over a cooling coil and is 
then returned to the rooms as cooled air. The heat removed from the air is eventually dis-
charged from the house by means of a condenser. With water-cooled condensers, a cooling 
tower makes re-use of water possible. 
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Air-cooled Condensers 
The air-cooled condenser, reqmrmg no water, is not generally used at the 
present time in air-conditioners larger than 3 tons because of the large air 
quantities required. Consult the manufacturer to find out if a particular 
model can be purchased with an air-cooled condenser. 
Controls 
Air-conditioning systems are generally controlled by a room thermostat which 
maintains desired room temperatures. 
The thermostat does not control the relative humidity of the room, but 
under normal operation of the unit, a relative humidity of 40 to 60 per cent 
results. If more exact control is desired, a humidity control and additional 
equipment must be installed. 
Utilities 
In planning for air-conditioning, check gas and electric air-conditioning 
equipment available; water, and gas or electric rates; local regulations of the 
utility companies; local building codes and ordinances regarding water usage 
for air-conditioning; and the capacity of your electrical system. 
Cost 
Operation costs vary because so many factors must be taken into account-
orientation of the house, the degree of insulation, the size of the house and 
the air-conditioner, the amount of shading of walls and glass, and the rates of 
water and of electricity or gas in various localities. 
Air-Conditioning with Warm-Air Systems 
A summer air-conditioner can be installed beside or near an existing warm-
air furnace and can be connected to the duct-work if the duct system has 
ample capacity for the cooling operation. If it does not, additional ducts and 
supply outlets will be required. The conditioner is about the same size or 
slightly smaller than a conventional forced warm-air furnace. 
Year-round air-conditioners require less space than a separate heating 
plant plus a separate summer conditioner. Usually the heating and cooling 
portions of a year-round air-conditioner operate independently of each other. 
The air circulated by the fan passes through the cooling or heating portion 
of the equipment, only one of which is in operation at any one time. 
Cool air supplied to rooms is usually 15 to 25 degrees lower than the tem-
perature of the rooms to be cooled. 
The ducts of year-round air-conditioning systems are often larger than 
those of equivalent winter-heating systems because larger quantities of air 
(55 o -65 o F.) are required for cooling. 
Duct systems should be designed and installed in accordance with authori-
tative information such as that furnished by the American Gas Association 
and the National Warm Air Heating and Air Conditioning Association.* 
Cooled air is admitted to rooms from the ducts by means of supply outlets. 
Since this air is colder and, therefore, heavier than the air within the rooms, 
it has a natural tendency to fall toward the floor. Unless the supply outlets 
are properly selected, located and adjusted, the air distribution is likely to 
result in 1) a low velocity stream of cool air falling on the occupants, or 
2) a high velocity stream of cool air striking a wall or other obstruction and 
splashing on the occupants. Research is being conducted to determine the 
most advantageous type and location of supply outlets. 
The most commonly used outlets are 1) registers with either fixed or 
adjustable vanes, and 2) diffusers. 
Registers distribute the cooled air throughout the room. They are usually 
located either high or low in the sidewall or in the baseboard. 
The diffuser can be used in ceiling, wall or floor. Different designs are 
available for each of these locations. The floor, baseboard, and sidewall dif-
fusers blanket the walls with a curtain of cool air (or warm air in winter); 
the ceiling diffuser blankets the ceiling. 
* "Manual for the Design of Box-Plenum Type Air Conditioning Duct Systems," American Gas Association, 420 
Lexington Avenue, New York 17, New York. 
Manual No. 11, ''Summer Air Conditioning,'' National Warm Air Heating and Air Conditioning Association, 
145 Public Square, Cleveland 14, Ohio. 
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Ceiling diffuser 
Side-wall diffuser 
Baseboard diffuser 
Floor diffuser 
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In a hot-water heating system, chilled 
water is circulated in summer through 
the pipes used in winter for heated 
water. Chilled water goes to coil in 
main duct (for split-system) or to 
room units. 
Evaporative coolers are effective in 
those areas dotted on the map. 
Air Conditioning with Hot-Water Systems 
Air-conditioning can be installed in homes having a hot-water heating system 
either by use of: 
• Room units resembling convectors and containing both heating and 
cooling coils. These units are used in place of the conventional radiator 
or convector. They can be installed in all rooms of the house to provide 
complete summer cooling, or they can be used in only one or two rooms. 
(or) 
• A "split" system. The cooling coil is located in a duct through which 
air from the rooms is circulated, cooled and returned to the rooms. The 
coil can be used for winter heating, or conventional radiators, convec-
tors or panels can be used to bring the heat to the rooms. 
The cooling equipment is located in the basement or utility room near the 
boiler. Valves are provided so that the same piping system can be used to 
circulate heated water in winter and chilled water in summer. The piping 
must be insulated to prevent sweating when circulating cold water. 
Panel Cooling: Panels installed for winter heating can not generally be used 
for summer cooling unless separate provision is made to control the relative 
humidity within the room so that moisture cannot condense on the tubes of 
the panels. Moisture is apt to damage interior-finish materials and room 
decoration. 
Heat Pumps 
Another type of year-round air-conditioning system is the electrically-powered 
heat pump. This new development removes heat from the house during the 
summer and transfers it to the outside air, ground, well, river, or lake-
whichever was the source of heat during the winter. 
The operating costs during the summer are comparable to other types of 
mechanical cooling systems. Whether the heat pump is an economical instal-
lation depends on the comparative costs of heating between the heat pump 
and a fuel-fired furnace. 
Room Air-Conditioners 
Window and cabinet-type air-conditioning units can be used to cool small 
sections of a house. 
The window units fit into an opening of a standard double-hung window 
and vary in size from Y3 to 1 ton of cooling capacity. Room air is circulated 
through the unit where it is cooled, dehumidified and filtered. No water pipes 
are necessary since the condenser is air-cooled ; nor is a drain necessary inas-
much as the moisture condensed from the air is evaporated into the outdoor 
air. Electrically-operated, the units can generally be plugged into existing 
electrical outlets although a voltage of 220 is required for units having one-
horsepower motors. 
Cabinet units stand on the floor and require an opening in the wall 
through which air to cool the condenser is brought in and discharged. 
Evaporative Coolers 
Evaporative coolers are designed to take advantage of nature's system of 
cooling air by evaporation. When evaporation takes place, the temperature of 
the air is reduced. 
A typical evaporative cooler consists of a cabinet containing a filter pad 
and a fan. The fan draws outdoor air through the filter pad which is kept 
moist with water. Through the evaporation of this water, the air in the 
cabinet is cooled. The air is then circulated through the house. 
Since the outdoor air must be relatively dry, evaporative cooling is effec-
tive only for hot, dry areas such as the southwestern part of the United States. 
It is not recommended for areas of high humidity (black areas on map ) . 
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